
•	 Wire the gateway, indoor unit and AirTouch main module as the 
wiring diagram

•	 Hisense wall controller cannot be connected with the gateway at 
same time

•	 Hisense AC setting has to be set to use the wall controller sensor 
100% for both the heat and cool modes which is default

Note: 0=Off, 1=On, x=On or Off

Gateway Address Setting

S1 Gateway Address:

1000 1

0100 2

1100 3

0010 4

Commissioning Notes

Gateway

Hisense Ducted
Item #657264
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